The reduction of building energy consumption requires appropriate planning and design of the building's envelope. In the last years, new innovative materials and construction technologies used in new or refurbished buildings have been developed in order to achieve this objective, which are also needed for reducing greenhouse gases emissions and building maintenance costs. In this work, the thermal conductance of a brick, made of wood and cement, used in a low-rise building, was investigated with a heat flow meter (HFM) and with numerical simulation using the Ansys ® software package (Canonsburg, PA, USA). Due to their influence on the buildings' thermal efficiency, it is important to choose an appropriate design for the building blocks. Results obtained by the finite element modeling of the construction material and by in-situ analysis conducted on a real building are compared, and furthermore a thermal optimization of the shape of the material is suggested.
Introduction
In the last years, innovation in the building sector has been focused on the development and use of highly-insulating and sustainable materials. The recent European Directives have pushed research activities on the matter, as witnessed by the scientific literature. The frontiers of insulating materials are always evolving, and the issue of energy losses through the building envelope can be faced with materials that embody a high technological content. Several works have been published about the use and implementation in traditional buildings of aerogels [1] [2] [3] [4] , Phase-Change Materials (PCM) [5] [6] [7] [8] or Vacuum Insulating Panels (VIP) [9] [10] [11] [12] .
A complete overview of insulation materials for the building sector is provided in a work of Schiavoni et al. [13] , where a comparative analysis of several commercial insulating materials, classified as conventional, alternative and advanced, has been proposed. Conventional materials include stone wool, glass wool, expanded and extruded polystyrene, polyurethane, cellulose, cork, wood fiber, mineralized wood fiber, Lightweight Expanded Clay Aggregate (LECA), vermiculite and perlite; hemp, kenaf, flax, sheep wool, coir fiber, recycled rubber, jute fiber and recycled cardboard are refereed as alternative insulation materials; VIP, Gas Filled Panels (GFP) and aerogels are counted among the advanced insulation materials.
This work considers different parameters and characteristics, like thermal and acoustic properties, reaction to fire, water vapor resistance and Life Cycle Assessment (LCA). The comparison of the main The influence of the proportion of wood aggregates on the thermal conductivity, mechanical strengths and the porosity of a clay-cement-wood composite has been experimentally assessed in [27] . The work showed that the addition of wood to clayed concrete lowers the mechanical strength and increases its deformability, but enhances its insulation capabilities.
However, none of the above papers deals with the assessment of the thermal performance of such materials after the installation, nor performs a numerical simulation of such materials. To fill this gap, this work is proposed, since it compares results of numerical simulations with in situ measurements. The aim of this paper is to characterize a new building material also used as a bearing structure: a wood-cement block, that hosts in the inside an insulating layer of expanded polystyrene (EPS).
The study was carried out by measuring with a heat flow meter the thermal conductance of a wall of a building realized with these blocks, during the winter season. Then, a simulation with the Ansys ® computer program, which uses the finite element method (FEM), has been performed, imposing as boundary conditions the same ones used during the measurement campaign. Results have been compared, and an optimization of the shape of the inner holes is suggested to enhance the thermal performance of the brick.
Structural blocks of cement bonded wood-fiber are used for housing, thanks to their seismic safety and thermal and acoustic insulation. These construction materials are widespread in the north of Europe, especially in countries rich in wood-processing industries, because of the potential use of wood wastes.
The block typology studied in this work, and shown in Figure 1 , is produced according to the norm UNI EN 15498 [28] . The main features of its components, in terms of thermal conductivity (λ), density (ρ), thermal capacity (T.C.), vapour resistance (V.R.), and thickness (s) are gathered from the product data-sheet provided by the manufacturer [29] .
Energies 2016, 9, 677 3 of 16 [27] . The work showed that the addition of wood to clayed concrete lowers the mechanical strength and increases its deformability, but enhances its insulation capabilities. However, none of the above papers deals with the assessment of the thermal performance of such materials after the installation, nor performs a numerical simulation of such materials. To fill this gap, this work is proposed, since it compares results of numerical simulations with in situ measurements. The aim of this paper is to characterize a new building material also used as a bearing structure: a wood-cement block, that hosts in the inside an insulating layer of expanded polystyrene (EPS).
The block typology studied in this work, and shown in Figure 1 , is produced according to the norm UNI EN 15498 [28] . The main features of its components, in terms of thermal conductivity (λ), density (ρ), thermal capacity (T.C.), vapour resistance (V.R.), and thickness (s) are gathered from the product data-sheet provided by the manufacturer [29] . Blocks are produced by molding a mixture of fir chops and Portland cement, and then laid dry; products are ecological, fireproof, highly breathable and quite insulating. This last property might be enhanced by inserting additional insulating layers (like EPS or extruded polystyrene-XPS), fixed to the block directly during manufacturing.
The holes inside the blocks host the concrete casting, which is reinforced in the construction site. The main parameter used for the comparison between provided data and the numerical results is the thermal conductance given by the producer and equal to Cp = 0.24 W/m 2 ·K, where the subscript "p" stands for "producer". According to the data sheet, this value takes into account an internal and external plaster layer (λ = 1 W/mK; ρ = 1800 kg/m 3 ; T.C. = 1 kJ/kg·K; V.R. = 10; s = 15 mm). Blocks are produced by molding a mixture of fir chops and Portland cement, and then laid dry; products are ecological, fireproof, highly breathable and quite insulating. This last property might be enhanced by inserting additional insulating layers (like EPS or extruded polystyrene-XPS), fixed to the block directly during manufacturing.
The holes inside the blocks host the concrete casting, which is reinforced in the construction site. The main parameter used for the comparison between provided data and the numerical results is the thermal conductance given by the producer and equal to C p = 0.24 W/m 2 ·K, where the subscript "p" stands for "producer". According to the data sheet, this value takes into account an internal and external plaster layer (λ = 1 W/mK; ρ = 1800 kg/m 3 ; T.C. = 1 kJ/kg·K; V.R. = 10; s = 15 mm).
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Methods

Heat Flow Meter
In situ measurements were performed on a low-rise single-house recently built in the immediate outskirts of the city of L'Aquila, in central Italy (climatic zone: E; Degree Days: 2514), during the winter season. The heat flow meter method has been applied, following recommendations provided in ISO 9869 [30] .
In order to minimize indoor and inner-surface temperature variation, it is advisable to perform measurements on an unused room of a building. In this case, during the measurement period the probes were positioned in an unoccupied guest room, on a north-west-facing and easily accessible wall. A preliminary qualitative thermographic survey was carried out to identify the best place to locate the flux plate and the temperature probes, as far as possible from cold bridges.
The thermal inspection allowed us to identify, in the wall, and near the place of the probe location, the centre of the hole (that hosts the reinforced concrete) and the side of this hole (corresponding to the wood-cement). Therefore, it was decided to perform two consecutive campaigns, locating the temperature probes in two different points of the block, namely point A and point B of Figure 1 . The measurements lasted three days for point A and four days for point B.
FEM Simulations
The goal of the performed FEM analysis is to provide an efficient numerical model to evaluate the thermal behaviour of the insulating cement-wood based material. Two different models have been set: one for a single block of material and another for a block surrounded by others, simulating a piece of wall, in order to understand if there are side effects linked to the presence of other blocks. The software used to make the 3D model was SolidWorks. A secondary goal of the simulation is the investigation of the influence of different temperatures on the model, therefore the results are gathered by setting different temperature conditions. In particular, numerical simulations of a single block (single block configuration-SBC) and of a small wall made by 3 × 3 bricks as depicted in Figure 2 (nine block configuration-9BC) have been performed, in order to obtain the thermal conductance of the material. Main data used in the simulation are:
• 
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The goal of the performed FEM analysis is to provide an efficient numerical model to evaluate the thermal behaviour of the insulating cement-wood based material. Two different models have been set: one for a single block of material and another for a block surrounded by others, simulating a piece of wall, in order to understand if there are side effects linked to the presence of other blocks. The software used to make the 3D model was SolidWorks. A secondary goal of the simulation is the investigation of the influence of different temperatures on the model, therefore the results are gathered by setting different temperature conditions. In particular, numerical simulations of a single block (single block configuration-SBC) and of a small wall made by 3 × 3 bricks as depicted in Figure  2 (nine block configuration-9BC) have been performed, in order to obtain the thermal conductance of the material. Main data used in the simulation are:  System geometry;  Layer configuration;  Chemical/physical material properties;  Thermal conductivity and global transmittance for comparing the obtained results. The first simulation aims at investigating the single block, therefore no geometry simplification was required. It is important to notice that during the FEM analysis the empty regions, filled in the The first simulation aims at investigating the single block, therefore no geometry simplification was required. It is important to notice that during the FEM analysis the empty regions, filled in the real block with reinforced concrete and EPS, have been properly considered, sharing the overall model in different regions with different physical properties. Concerning the model used for the simulation of the 9BC, two simplifications were needed, due to the size of the overall model:
• A geometry simplification for the reinforced concrete seats: the rounded shape of the corner has been replaced by an angular one; • A simplification of the EPS seat: a straight line has been used, running in the middle of the original swallow-tail shape.
In this way, the mesh operation has been eased and the calculation effort was compatible with the availability of the hardware, thus reducing numerical errors and the time required for calculation. The simulation of the system behaviour has been obtained through Ansys ® , more precisely through the Mechanical suite. The element type SOLID90, depicted in Figure 3 , has been used: it consists of a 20-node brick element; the temperature is the only degree of freedom [31] .  A geometry simplification for the reinforced concrete seats: the rounded shape of the corner has been replaced by an angular one;  A simplification of the EPS seat: a straight line has been used, running in the middle of the original swallow-tail shape.
In this way, the mesh operation has been eased and the calculation effort was compatible with the availability of the hardware, thus reducing numerical errors and the time required for calculation. The simulation of the system behaviour has been obtained through Ansys ® , more precisely through the Mechanical suite. The element type SOLID90, depicted in Figure 3 , has been used: it consists of a 20-node brick element; the temperature is the only degree of freedom [31] . The main input data for this element type are thermal conductivity (a value for each main direction) and density. Nodal temperature, heat flux and average face temperature are some of the main outputs provided by the element. Special attention has to be paid to geometric degeneration of the elements, since for this particular element type this drawback is particularly important and it can lead to numerical instability.
Results
Heat Flow Meter Measurements
The data logged with the heat flow meter have been plotted for both point A and B of Figure 1 . The change of probe position causes a slight (on the order of 1 °C) increase of the mean inside wall temperature, as shown in Figure 4a ). The data plotted in Figure 4 The main input data for this element type are thermal conductivity (a value for each main direction) and density. Nodal temperature, heat flux and average face temperature are some of the main outputs provided by the element. Special attention has to be paid to geometric degeneration of the elements, since for this particular element type this drawback is particularly important and it can lead to numerical instability.
Results
Heat Flow Meter Measurements
The data logged with the heat flow meter have been plotted for both point A and B of Figure 1 The general trend of the inside wall temperature follows the alternation between day and night, although the maximum temperature oscillation of the internal wall is 1.3 °C. The external wall temperature ranges from −1.1 °C to 17.8 °C, probably due to the unpredicted direct solar irradiation. The thermal conductance values provided by the data analysis software with the progressive average method are 0.57 W/m 2 ·K and 0.46 W/m 2 ·K , respectively, for points A and B. To be sure that no operational mistakes were made during the measurement campaigns, another survey has been performed, leading to analogous results.
The difference between these values can be explained by the high variability of temperatures, but, in any case, such results are almost double with respect to the value provided by the manufacturer. This anomaly is due both to the high time lag of this kind of block (equal to 24.3 h) and to the low periodic thermal transmittance Yie equal to 0.002 W/m 2 ·K [29] , (that implies a decreasing factor of 0.009 corresponding to a quasi-perfect heat storage medium). Knowing these characteristics given by the product datasheet, it is possible to suppose that transient effects deeply influence the heat flow meter measurements. Therefore, heat flow meter campaigns should be prolonged (i.e. conducted as multiples of 24 h), although it is impossible to guarantee stable or at least periodic external conditions.
In Figure 5a , the distribution of all measured data (blue dots) of thermal conductance values obtained during the whole campaign is shown, plotted against the inside-outside wall temperature difference, and excluding negative values (that have no physical meaning). By eliminating those data-about 6%-recorded with a temperature difference lower than 10 °C (the minimum value suggested by standard), the graph assumes the trend of Figure 5b The general trend of the inside wall temperature follows the alternation between day and night, although the maximum temperature oscillation of the internal wall is 1.3 • C. The external wall temperature ranges from −1.1 • C to 17.8 • C, probably due to the unpredicted direct solar irradiation. The thermal conductance values provided by the data analysis software with the progressive average method are 0.57 W/m 2 ·K and 0.46 W/m 2 ·K, respectively, for points A and B. To be sure that no operational mistakes were made during the measurement campaigns, another survey has been performed, leading to analogous results.
The difference between these values can be explained by the high variability of temperatures, but, in any case, such results are almost double with respect to the value provided by the manufacturer. This anomaly is due both to the high time lag of this kind of block (equal to 24.3 h) and to the low periodic thermal transmittance Y ie equal to 0.002 W/m 2 ·K [29] , (that implies a decreasing factor of 0.009 corresponding to a quasi-perfect heat storage medium). Knowing these characteristics given by the product datasheet, it is possible to suppose that transient effects deeply influence the heat flow meter measurements. Therefore, heat flow meter campaigns should be prolonged (i.e., conducted as multiples of 24 h), although it is impossible to guarantee stable or at least periodic external conditions.
In Figure 5a , the distribution of all measured data (blue dots) of thermal conductance values obtained during the whole campaign is shown, plotted against the inside-outside wall temperature difference, and excluding negative values (that have no physical meaning). By eliminating those data-about 6%-recorded with a temperature difference lower than 10 • C (the minimum value suggested by standard), the graph assumes the trend of Figure 5b 
FEM Simulations
The analyses of the single block and of the configuration of nine blocks have been performed under the hypothesis of homogeneous, continuous and isotropic materials, steady-state condition, one-dimensional heat flow and absence of material discontinuities. In both configurations two cases have been analyzed, different in the fixed temperatures: Case 1 Figure 6 shows the results obtained for the single block. It is worth noting the temperature distribution (Figure 6a ) across the sides of the holes for the concrete cast. Such distribution, due to the different thermal conductivity of concrete and wood-cement, can be enhanced by reducing the temperature range (as in Figure 7a ). 
The analyses of the single block and of the configuration of nine blocks have been performed under the hypothesis of homogeneous, continuous and isotropic materials, steady-state condition, one-dimensional heat flow and absence of material discontinuities. In both configurations two cases have been analyzed, different in the fixed temperatures: the different thermal conductivity of concrete and wood-cement, can be enhanced by reducing the temperature range (as in Figure 7a ). The gradient distribution (Figure 6b ) is coherent with the block stratigraphy, since the higher values (orange and red areas) correspond to the insulating layer, while the blue areas correspond to the more conductive layers. It is also noticeable the prevailing thermal effect of the reinforced concrete on the thin wood-cement side. This portion of the block, therefore, constitutes a kind of "thermal bridge", where the heat flux is lower, as shown in Figure 6c . This particular behavior can be due to a bidimensional heat flux: the heat is obstructed by the wood-cement rib and naturally passes through the more conductive layer, i.e., the concrete, so the heat flux assumes the hilly shape (green sides of the lower part of Figure 6c . This phenomenon can be better visualized by reducing the heat flux range, as shown in Figure 7b . Moreover, it is possible to notice that the heat flux is The gradient distribution (Figure 6b ) is coherent with the block stratigraphy, since the higher values (orange and red areas) correspond to the insulating layer, while the blue areas correspond to the more conductive layers. It is also noticeable the prevailing thermal effect of the reinforced concrete on the thin wood-cement side. This portion of the block, therefore, constitutes a kind of "thermal bridge", where the heat flux is lower, as shown in Figure 6c . This particular behavior can be due to a bidimensional heat flux: the heat is obstructed by the wood-cement rib and naturally passes through the more conductive layer, i.e., the concrete, so the heat flux assumes the hilly shape (green sides of the lower part of Figure 6c . This phenomenon can be better visualized by reducing the heat flux range, as shown in Figure 7b . Moreover, it is possible to notice that the heat flux is The gradient distribution (Figure 6b) is coherent with the block stratigraphy, since the higher values (orange and red areas) correspond to the insulating layer, while the blue areas correspond to the more conductive layers. It is also noticeable the prevailing thermal effect of the reinforced concrete Energies 2016, 9, 677 9 of 17 on the thin wood-cement side. This portion of the block, therefore, constitutes a kind of "thermal bridge", where the heat flux is lower, as shown in Figure 6c . This particular behavior can be due to a bidimensional heat flux: the heat is obstructed by the wood-cement rib and naturally passes through the more conductive layer, i.e., the concrete, so the heat flux assumes the hilly shape (green sides of the lower part of Figure 6c . This phenomenon can be better visualized by reducing the heat flux range, as shown in Figure 7b . Moreover, it is possible to notice that the heat flux is influenced by the presence of thicker wood layers, causing uneven entering flux distribution, and by the swallow-tail shape of the EPS layer, which decreases the exiting flux distribution.
Considering that the mean value of the heat flux is equal to 4.8 W/m 2 , and knowing the temperature difference (20 • C), the thermal conductance is 0.24 W/m 2 ·K. This value equals the one provided by the manufacturer.
Case 2
As for the previous case, simulation results for temperature, temperature gradient and heat flux obtained with a higher temperature difference are shown below in Figure 8 . influenced by the presence of thicker wood layers, causing uneven entering flux distribution, and by the swallow-tail shape of the EPS layer, which decreases the exiting flux distribution.
Considering that the mean value of the heat flux is equal to 4.8 W/m 2 , and knowing the temperature difference (20 °C), the thermal conductance is 0.24 W/m 2 ·K. This value equals the one provided by the manufacturer.
As for the previous case, simulation results for temperature, temperature gradient and heat flux obtained with a higher temperature difference are shown below in Figure 8 . In this case, the heat flux equals 6.0 W/m 2 , and the thermal conductance is, once again, 0.24 W/m 2 ·K. Therefore, the model is numerically stable, and not influenced by the boundary condition imposed, providing reliable results.
FEM Simulation of Nine Adjacent Blocks (9BC)
Regarding temperature, temperature gradient and heat flux, the results are shown and detailed for each case also in this configuration. As in the previous simulations, the element type SOLID90 with 20-node has been used, while the mesh has 156,317 elements. The possibility of using a lower number of elements despite a wider geometry is due to the simplifications adopted in the model. This reduces the time required for running the simulations, and the probability of numerical errors.
In order to verify if a further variation of the imposed temperatures could affect the final result, In this case, the heat flux equals 6.0 W/m 2 , and the thermal conductance is, once again, 0.24 W/m 2 ·K. Therefore, the model is numerically stable, and not influenced by the boundary condition imposed, providing reliable results.
In order to verify if a further variation of the imposed temperatures could affect the final result, it has been decided to repeat the simulations, imposing the mean temperatures that occurred during the experimental campaign in point A and point B.
Therefore, two additional simulations have been run for the 9BC: Qualitatively, results shown in Figure 9a ,b agree with those obtained for the single block configuration, unlike the distribution through the insulating layer, whose geometry has been simplified. From the observation of the thermal gradient, it is possible to verify the coherence with the system physical reality: higher gradients occur in correspondence to materials with higher thermal resistance. Moreover, in the enlarged view of Figure 9c it is possible to notice the thermal bridge between concrete and wood. The latter increases the heat flux in the area adjacent to the concrete seat.
The heat flux becomes quite uniform in the insulating layer, where it equals 4.8 W/m 2 , thus the thermal conductance is equal to 0.24 W/m 2 ·K, in accordance to what has been retrieved for case 1 of the single block configuration. Qualitatively, results shown in Figure 9a ,b agree with those obtained for the single block configuration, unlike the distribution through the insulating layer, whose geometry has been simplified. From the observation of the thermal gradient, it is possible to verify the coherence with the system physical reality: higher gradients occur in correspondence to materials with higher thermal resistance. Moreover, in the enlarged view of Figure 9c it is possible to notice the thermal bridge between concrete and wood. The latter increases the heat flux in the area adjacent to the concrete seat.
The heat flux becomes quite uniform in the insulating layer, where it equals 4.8 W/m 2 , thus the thermal conductance is equal to 0.24 W/m 2 ·K, in accordance to what has been retrieved for case 1 of the single block configuration. Case 2
Trends shown in Figure 10 are analogous to the ones of the previous case; now, the heat flux is 6.0 W/m 2 , and the thermal conductance is equal to 0.24 W/m 2 ·K, being the temperature gradient equal to 25 °C. Case 3
Trends of Figure 11 are analogous to the ones of the previous cases; the heat flux is 2.9 W/m 2 , the thermal conductance is equal to 0.24 W/m 2 ·K, being the temperature gradient between the two sides equal to 12.2 °C. Case 3
Trends of Figure 11 are analogous to the ones of the previous cases; the heat flux is 2.9 W/m 2 , the thermal conductance is equal to 0.24 W/m 2 ·K, being the temperature gradient between the two sides equal to 12.2 • C. Case 3
Trends of Figure 11 are analogous to the ones of the previous cases; the heat flux is 2.9 W/m 2 , the thermal conductance is equal to 0.24 W/m 2 ·K, being the temperature gradient between the two sides equal to 12.2 °C. Based on these results, the following outcomes can be stated:
(1) Results did not vary with different wall temperatures, therefore they are not influenced by the imposed boundary conditions; Based on these results, the following outcomes can be stated:
(1) Results did not vary with different wall temperatures, therefore they are not influenced by the imposed boundary conditions;
Energies 2016, 9, 677 13 of 17 (2) Results did not vary with different block configurations. This means that relevant mutual exchanges between adjacent blocks do not occur, and that the study of this kind of material can be focused even on a single block; (3) Results are coherent with the value provided by the manufacturer, this means that the fem simulations (in terms of modeled block and boundary conditions) well represent the conditions of the theoretical calculus; (4) The models and geometries employed for the SBC ensure the numerical stability of the simulation; (5) The geometrical simplifications adopted for the study of configuration 9BC, needed to reduce the computational effort of the simulations, guarantee a proper modeling of the wall behavior; (6) Results obtained via fem simulation differ from the ones obtained via in field measurements, since the latter are affected by the dynamic thermal behavior of the wall; (7) Wood-cement blocks with concrete cast provide for both the structural and thermal properties of building wall; moreover, the overall thermal conductivity of these materials is lower than other materials, commonly employed as bearing structures, like hollow bricks [32, 33] .
All these considerations allow us to affirm that numerical simulations can be a useful tool for producers in the design phase of structure components, since they allow one to replicate the thermal behavior of building materials.
Particularly, simulations allow to study different possible configurations of materials (like, for instance, different cavity concentration for hollow bricks [33] ), and to foresee the overall insulating capabilities of the components.
Starting from these strength points, it has been decided to study a different wood-cement block configuration. The simulation of the new configuration has been carried out on a single block, hypothesizing that results would not have varied if a configuration with multiple blocks had considered and taking into account the results and outcomes mentioned before.
Shape Optimization
A great advantage of the use of a FEM simulation software is the possibility to exploit different configurations. In this case, a numerical analysis of the thermal performance of a new brick shape has been carried out. In particular, the new shape consists in rounded seats for the concrete cast. The evaluation did not consider the bearing capability effects.
The left side of Figure 13 shows the results regarding temperature, temperature gradient and heat flux for the optimized shape, whilst the right side shows the corresponding ones for the current shape.
Energies 2016, 9, 677 13 of 16 (2) Results did not vary with different block configurations. This means that relevant mutual exchanges between adjacent blocks do not occur, and that the study of this kind of material can be focused even on a single block; (3) Results are coherent with the value provided by the manufacturer, this means that the fem simulations (in terms of modeled block and boundary conditions) well represent the conditions of the theoretical calculus; (4) The models and geometries employed for the SBC ensure the numerical stability of the simulation; (5) The geometrical simplifications adopted for the study of configuration 9BC, needed to reduce the computational effort of the simulations, guarantee a proper modeling of the wall behavior; (6) Results obtained via fem simulation differ from the ones obtained via in field measurements, since the latter are affected by the dynamic thermal behavior of the wall; (7) Wood-cement blocks with concrete cast provide for both the structural and thermal properties of building wall; moreover, the overall thermal conductivity of these materials is lower than other materials, commonly employed as bearing structures, like hollow bricks [32, 33] .
Particularly, simulations allow to study different possible configurations of materials (like, for instance, different cavity concentration for hollow bricks [33]), and to foresee the overall insulating capabilities of the components.
(a) (d) Figure 13 . Cont. The seat shape variation limits the high temperature region. This implies a better insulation capability, due to the elimination of corner effects and to the presence of much wood, in place of reinforced concrete, which is more conductive. In this case, imposing outside and inside wall temperatures equal to 0 °C and 20 °C respectively, the simulated heat flux is 4.5 W/m 2 , therefore the thermal conductance is Co = 0.225 W/m 2 ·K, 6.3% lower than the corresponding value for the single block configuration.
Conclusions
The thermal conductance of a sustainable building element, namely a wood-cement block, also used as bearing structure, has been analyzed by using data provided by: -the manufacturer, -on-site HFM measurement on a real building made of this kind of material, and -FEM simulations.
In all three cases, the hypotheses are based on: -homogeneous, continuous and isotropic materials, -steady-state condition, -one-dimensional heat flow and absence of material discontinuities.
Two different configurations have been studied by the FEM analysis performed via the Ansys ® computer program: a single block configuration and an assembly of nine blocks. Simulations were performed by imposing different temperatures as boundary conditions. Numerical results are not influenced neither by the imposed boundary conditions nor by the configuration selected. The seat shape variation limits the high temperature region. This implies a better insulation capability, due to the elimination of corner effects and to the presence of much wood, in place of reinforced concrete, which is more conductive. In this case, imposing outside and inside wall temperatures equal to 0 • C and 20 • C respectively, the simulated heat flux is 4.5 W/m 2 , therefore the thermal conductance is C o = 0.225 W/m 2 ·K, 6.3% lower than the corresponding value for the single block configuration.
The thermal conductance of a sustainable building element, namely a wood-cement block, also used as bearing structure, has been analyzed by using data provided by:
-the manufacturer, -on-site HFM measurement on a real building made of this kind of material, and -FEM simulations.
In all three cases, the hypotheses are based on: -homogeneous, continuous and isotropic materials, -steady-state condition, -one-dimensional heat flow and absence of material discontinuities. Results obtained by using the FEM analyses agreed with those obtained from the theoretical one, proving that an accurate 3D model of the brick allows to truly represent its thermal performance. Possible geometry simplifications (necessary, for example, to reduce numerical errors and the time required for calculation) should be thoroughly considered, in order to guarantee a proper modeling of the behavior of the wall.
Standing on simulations results, the heat flow was obstructed by the wood-cement rib and passes through the more conductive layer, i.e., the concrete. Therefore the heat flux assumes the hilly shape, while this portion of the block constitutes a kind of "cold bridge".
Such behavior seems to be confirmed by results obtained using the heat flow meter, which has been positioned in correspondence to both to the rib and to the concrete-cast seat. However, the HFM results are quite different from the others, probably because of the great influence of unsteady state conditions, and because of the brick's low periodic dynamic transmittance and low decrement factor, which have not been measured but obtained from the product datasheet. These dynamic parameters might have influenced data so deeply, that the applied average method does not allow to represent the material real thermal conductance. For this reason, the extension of the measurement campaign would not refine the final value, since unsteady conditions might occur. In any case, this important issue will be better investigated in a future work.
Finally, a different concrete-seat shape that could limit the rib effect has been designed, modeled and simulated by Ansys ® . The results show that a round section in place of a squared one could reduce by more than 6% the brick thermal conductance, although the load-bearing consequences were not investigated.
